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In this study, a modified ecological function is presented for four-temperature-level absorption refrigerators, and an
absorption refrigerator has been optimized using this function. An equivalent system was initially identified,
followed by the application of the first and second laws of thermodynamics. Next, the optimization results were
interpreted. The results of the optimization process, optimum point of xH, xR, aH, and aR, were defined as 0.87, 0.58,
2.41, 0.25, respectively. In addition to that, the effects of xH, xR, aH, aR, Ta, Tc, Te, and Tg were shown according to
exergy destruction, ecological function, coefficient of performance, and cooling load. As a result, it was understood
that especially the xH, parameter, and the generator temperatures are the variables of the system that require
special attention because, at some points, they cause that generator and absorber transfer heat in the opposite
direction they need to do.
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Absorption refrigerators may provide a cooling effect
using various energy resources in the system such as
waste heat and renewable energy. However, the factor
that makes them attractive is not only the diversity of
energy resources used, but also their economic aspects
and minimal pollution effect on the environment. In
addition to these, it was demonstrated that absorption
refrigerators are more economic when they are inte-
grated with the combined heat and power stations.
Finite-time thermodynamics have been used for the
optimization of thermal systems since the 1970s. The
ecological criterion [1] suggested by Angulo-Brown is





TL σ: for the finite-time Carnot machines. Here,
TL is the cold reservoir temperature, and σ is the entropy
production of the system. However, Yan demonstrated that




T0 σ: would be
more reasonable [2]. Here, T0 is the ambient temperature.Correspondence: acikkalp@gmail.com
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in any medium, provided the original work is pThere are many studies in the literature for the
optimization of irreversible absorption refrigerators.
Bhardwaj et al. optimized absorption refrigerators using
finite-time thermodynamics [3,4]. Huang et al. examined
the surface area, coefficient of performance (COP), and
ecological criteria for the irreversible four-temperature-level
absorption refrigerator and used an ecological function
based on energy analysis [5]. The ecological function they
used is E
:  ¼ QL
: ϕCTL σ
:
. Here, ϕC is the Carnot COP of
the system, TL is the cold reservoir temperature, QL
:
is the
cooling load, and σ
:
is the entropy production. Chen offered
models for the optimization of absorption refrigerators,
heat pumps, and cooling machines [6,7]. Sun et al. exam-
ined the optimization of the relation between heating load
and entropy production of the internal heating heat ex-
changer [8]. Chen et al. offered a model for the analysis of
four-temperature-level absorption refrigerator cycles [9].
Chen and Yan made an optimization on the irreversible ab-
sorption heat exchangers for ecological criterion [10].
Yan and Chen [11] and Yan and Lin [12] optimized the
three-temperature-level absorption cycles for the ecological
criterion on the basis of energy and exergy output of thepen Access article distributed under the terms of the Creative Commons
g/licenses/by/2.0), which permits unrestricted use, distribution, and reproduction
roperly cited.
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model for irreversible and solar absorption cooling
[13]. In addition to these, except for the ones stated
here, there are many performance optimization stud-
ies for absorption refrigerators [14-17]. In addition,
new optimization methods called ‘advanced exergy-
based analysis methods’ [18,19] or ‘exergy-entropy
relationship’ [20] of the system can be investigated
for the future studies. Contrary to other studies in
which cooling load is the only evaluation criteria,
this study aimed to provide maximum cooling load,
minimum operation input, and minimum entropy
production in the system. Due to this reason, a
modified ecological function was presented. Consid-
ering the energy requirements of the world, the pur-
pose of this study is to contribute to the more
effective operation of absorption refrigerators by pre-
senting a modified ecological function.Methods
In this study, a four-temperature-level absorption
refrigerator was optimized using a modified ecological
function, and the results were presented. A vapor
absorption refrigeration system consists of four com-
ponents as generator, absorber, evaporator, and con-
denser. Working fluid in the system is made of a
refrigerant and a solution that absorbs refrigerant. Re-
frigerant vapor comes from the evaporator and goes to
the absorber, and it is absorbed in a liquid. The liquid
is sent to the generator and is boiled out of the solu-
tion, taking the generator’s heat reservoir. It is sent to
the condenser and becomes a rejected heat to the en-
vironment. Finally, working fluid comes back to the
evaporator, and the cycle is completed. The system is
the general absorption refrigerator (seen in Figure 1).
Temperatures of heat reservoirs are TA, TC, TE, and TG
in absorber, condenser, evaporator, and generator,
respectively. Ta, Tc, Te, and Tg are working fluid tem-
peratures in absorber, condenser, evaporator, and
generator, respectively. In Figure 2, an equivalent
system is defined. In the equivalent system, the
absorber-generator assembly can be considered as heat
engine part, and similarly, condenser-evaporator part
can be considered as refrigerator part.Figure 1 Generalized four-temperature-absorption heat pump
system [3].Thermodynamic analysis of system
Thermodynamic analysis and optimization were
established for the equivalent system, and previous for-
mulas offered by Chen et al. were used in the calcula-
tions [21]. The ambient temperature was assumed as
300 K.Thermodynamic analysis of the absorber-generator
assembly (heat engine part)










GE (heat input from the generator heat source)
and Q
:









¼ βAAB Ta  TAð Þ: ð2Þ



















Here, IH is the internal irreversible parameter for
absorber-generator assembly. IH > 0 for the irreversible
cycles, and IH = 0 for the reversible cycles. Working
fluid temperature ratio (xH), heat transfer surface area
ratio (aH), and total heat transfer surface area (AT,H) for
the absorber-generator assembly can be defined as fol-
lowing:
Figure 2 An equivalent system for generalized
four-temperature-absorption heat pump system [3].
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AAB
AGE
; and AT ;H
¼ AGE þ AAB are defined: ð4Þ
Tg, Ta, and Q
:
GE can be defined using Equations (1) to
(3):
Tg ¼ IHαTGxH þ aHβTAxH aHβþ IHαð Þ ð5Þ
Ta ¼ IHαTGxH þ βaHTA






βaH TGxH  TAð Þ
xH βaH þ IHαð Þ
 
: ð7Þ
Thermodynamic analysis of the condenser-evaporator
assembly (refrigerator part)






: ¼ 0: ð8Þ
Here, Q
:
CO (heat rejection from the condenser) and
Q
:
EV (heat input to the evaporator) are
Q
:
CO ¼ μACO Tc  TCð Þ and Q
:
EV
¼ θAEV TE  Teð Þ: ð9Þ

















ð10ÞHere, IR is the internal irreversible parameter for
condenser-evaporator assembly. IR > 0 for the irreversible
cycles, and IR = 0 for the reversible cycles. Working
fluid temperature ratio (xR), heat transfer surface area
ratio (aR), and total heat transfer surface area (AT,R)








CO , and Q
:
EV can be defined using Equations
(8) to (11):
Tc ¼ TCμxRaR þ θTEIRxR θIR þ μaRð Þ ð12Þ
Te ¼ TEθIR þ μxRaRTC




θIR TE  TCxRð Þ












Optimum ecological function of the system
The modified ecological function, including the values of
maximum cooling load in the absorption cooling system,
maximum power output for the heat engine, and max-
imum energy destruction of the system is defined below:
E
: ¼ Q: EV




















Substituting (3) to (15) in (16) and setting Equation






the value for which the optimum heat exchanger area
was detected for the assembly of the absorber-generator







Similarly, the optimum heat rate of the operation
fluids is detected by decreasing the derivative of the eco-





for the assembly of the






Table 1 Fixed values for cycle
Data Unit Value
αa kW m−2 K−1 2.30
βa kW m−2 K−1 0.4
μa kW m−2 K−1 3.265
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rate is as below:
xo;H ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
TATa TG þ Toð Þ
TGIHTg TA þ Toð Þ
s
: ð18Þ
By applying the same calculations for the assembly of






















TCTc TE þ Toð Þ
s
: ð20Þ
Substituting (17) to (20) in (16), the optimized eco-




μθAT ;rðIRTcTETo þ TCTe TE þ Toð Þ
 2 ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃIRTETeToTCTc TE þ Toð Þp Þﬃﬃﬃﬃﬃﬃﬃ
θIR




IHTaTG TA þ Toð Þ þ TATg TG þ Toð Þ




p þ ﬃﬃﬃﬃﬃﬃﬃαIHp 2TATG
ð21Þ
Optimum COP of the system








The COP of the system is described by substituting

















  : ð23Þ
The optimized COP value is calculated as below, by
















p þ ﬃﬃﬃﬃﬃﬃﬃθIRp 2 ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃTcTC TE þ Toð Þp
Ta
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃ
IHTGTg TA þ Toð Þ
p  Tg ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃTaTA TG þ Toð Þp 
ð24ÞOptimum cooling load of the system
The optimum cooling load of the system is calculated







TCTc TE þ Toð Þ
p  Tc ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃIRTETeTop ﬃﬃﬃ
μ
p þ ﬃﬃﬃﬃﬃﬃﬃθIRp 2 ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃTCTc TE þ Toð Þp :
ð25Þ
Results and discussion
This section presents an implementation for the absorption.
The performance characteristics used for the numerical
calculations are given in Table 1. The calculated optimum
parameters for the system are listed in Table 2.
The ecological function and exergy destruction of the
absorption cooling system and its change according to
COP aH are given in Figure 3. Here, it can be seen that as
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Figure 3 Effect of aH (aR,E = 0.25, xH,E = 0.87, xR,E = 0.58) on the system. E, ecological function; ExD, exergy destruction; Φ, COP.
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value. However, this value is quite high for the currently
used absorption cooling systems. In addition, it can be seen
that the aH value is not very effective for the exergy destruc-
tion. While the aH value changes between 0.1 and 03, the
increase seen for the exergy destruction is 3 kW.
The ecological function, exergy destruction, and cooling
load of the absorption cooling system and its change
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Figure 4 Effect of aR (aH,E = 2.41, xH,E = 0.87, xR,E = 0.58) on the systemseen that the ecological function, exergy destruction, and
cooling load increase logarithmically until optimum point
with the increase of the aR parameter.
In Figure 5, the change of absorption cooling system
according to xH is evaluated for the ecological function,
exergy destruction, and COP. For the values of xH lower
than 0.82, it can be seen that the generator radiates heat
to the environment instead of removing heat from the
environment, and the absorber removes heat from the E      (kW)  
 QEV (kW)


















































Figure 5 Effect of xH (aH,E = 2.41, aR,E = 0.25, xR,E = 0.58) on the system. E, ecological function; ExD, exergy destruction; Φ, COP.
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http://www.journal-ijeee.com/content/4/1/20environment instead of radiating heat to the environ-
ment. In other words, the heat machine part consumes
power instead of producing power, and the system
becomes unusable with these values. The COP of the
system decreases with the increase of xH, and it requires
an approximate value of 2.6 for the optimum xH. Exergy





















Figure 6 Effect of xR (aH,E = 2.41, aR,E = 0.25, xH,E = 0.87) on the syste
cooling load.an increase of 300 kW is seen with an exergy destruction
in xH with a value of 0.2.
In Figure 6, the change of the absorption cooling system
according to xR is evaluated for the ecological function,
exergy destruction, cooling load, and COP. The COP
of the system decreases with the increase of xR, and






















m. E, ecological function; ExD, exergy destruction; Φ, COP; QE,



























Figure 7 Effect Ta (aH,E = 2.41, aR,E = 0.25, xH,E = 0.87, xR,E = 0.58) on the system. E, ecological function; ExD, exergy destruction; Φ, COP.
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http://www.journal-ijeee.com/content/4/1/20xR. Exergy destruction and ecological function change
drastically together with xR. The cooling load de-
creases with the increase of the value of xR. While
the cooling capacity is 4917.49 kW when the xR value is
0.05, it decreases to 339.317 kW when the xR value is 0.65.
The effects of the absorber temperature on the sys-













Figure 8 Effect of Tg (aH,E = 2.41, aR,E = 0.25, xH,E = 0.87, xR,E = 0.58) oincreases, it can be seen that while the ecological function
and exergy destruction values decrease, the COP value
increases.
The effect of the generator temperature on the absorption
cooling system is given in Figure 8. For temperatures lower
than 335 K, the generator radiates heat to the environment
instead of removing heat from the environment, so it355 360
















n the system. E, ecological function; ExD, exergy destruction; Φ, COP.
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Figure 9 Effect of Tc (aH,E = 2.41, aR,E = 0.25, xH,E = 0.87, xR,E = 0.58) on the system. E, ecological function; ExD, exergy destruction; Φ, COP;
QE, cooling load.
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this, while the increase of the generator temperature
increases ecological function and exergy destruction, it
decreases the COP.
The effect of a condenser on the system is given in
Figure 9. As seen here, as the condenser temperature
increases, the ecological function, exergy destruction,
















Figure 10 Effect of Te (aH,E = 2.41, aR,E = 0.25, xH,E = 0.87, xR,E = 0.58) onIn Figure 10, COP, ecological function, exergy de-
struction, and cooling load increase linearly with the
increase of evaporator temperature.
Conclusions
The optimization of four-temperature-level irreversible
absorption refrigerator was researched for modified
ecological function in this study. By this method, it was260 270 280
 E     (kW)
 ExD (kW)










the system. E, ecological function; ExD exergy destruction; Φ, COP.
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http://www.journal-ijeee.com/content/4/1/20attempted to establish a balance between the cooling
load, the load supplied to the system, and entropy pro-
duction. The effects of aH, aR, xH, and xR parameters
and operation fluid temperatures on the system were
studied, and the results were shown in Figures 3, 4, 5,
6, 7, 8, 9, and 10. Considering these results, the criteria
that should be observed in designing an absorption
cooling cycle were determined, and the parameters that
should be observed were shown. This study will hopefully
be a model for absorption refrigerator designs.
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